AEC ADMINISTRATOR’S REQUEST FOR PROPOSAL
RFP-2010-1
ADDENDUM TO 

ORIGINAL RFP QUESTIONS AND ANSWERS 

(Original Question and Answer at AEC Administrator’s Request for Proposal conference are italicized)
AEC Administrator’s Request for Proposal 

 Questions and Answers (Cont’d)

	QUESTION
	ANSWER

	No. 43 – “Can we disseminate to the number of exception inspections done and site visits done for meter audits for customer-sited generations?
Can this be broken down between large, behind the meter, small and general location as to the type of engineering analysis it may take.”
	“For small solar facilities we look at their output in relation to output calculated by PV watts and that is the check.  If the output information is higher than the system size indicated on the application for the facility and is inconsistent with PV watts calculation, then we may want to go out and do a site visit to reconcile.  This is outside the normal 10 facility inspections.
We can do the breaking down as to the type.”

Additional Clarification
Pertaining to Exception Inspections – No exception inspections have occurred to date.  Going forward, exception inspections, if needed, would likely be for behind the meter small solar installations less than 15 kW.


	Additional Question
	

	46.
Can a proposal be offered as a Joint Venture if only one of the Joint Venture parties attended  
the proposer’s conference?
	Yes, if one of the prime contractors included in the Joint Venture attended the conference, then our proposer’s conference attendance requirement was met.
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